ANALYTICAL

Systermn Name:
System |D Number:

Burlington, WA comarate Labaratory (a)
160 5 Vainul 81 - Burdngran WA H9203 - B TSS 9395 - 360 757 1400

Bellingham, WA Werobiology ib)

B5 Orchard Ov Sle 4 - Bellingham, Wi Y8225 « 366 115 1217

Portland, OR stcobiokgyChemistry (o)
50 EW Pigneer 01 30e 4V - Wiksondle (0 370710 - 9463 6A7 102

Corvallis, OR MicrbiclogyChemistry (o)
1100 ME Cwede Bhud Ste 1771 Corsahs OR 97330 541 7534046

Bend, OR sicrobiology fa)

A3 Empie Bred S4e J - Bend, OF 9778 - 541 6398425

LEAD & COPPER RULE REPORT

Client Name:  Corbett School District

35800 E. Historic Columbia River Hwy
Corbett, OR 97019

DWP Source Number:

Sample Purpose:

Multiple Sources:

Sample Type:

Investigative or Other

Reference Number:
Project:

Analyst;
Date Received:
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21-22148

School Lead - HS Gym -
Retest

bsp
6/15/2021
6/2412021

Report Date:

Approved By:
Authorized by

bj

At

County:
Thanh B Phan
Lab Rfanager,r‘?onland
[ Date | T | I =

Lab Number | Collected Site / Location EPA# | Analyte Name ]Rssult Units |AL |RL METHOD Lab Comments
21_42107 6/10/2021 | 21860105-0085F21B - HS Front Gym | 1030 ‘LEAD & [33.3 ppb 15 1 200.8 a2
| Concession Sink
21_42108 6/10/2021 | 21860105-013SH218 - HS Gym Girl | 1030 | LEAD 184 ppb 15 1 200.8 4072

Locker Room Shower Head
21_42109 6/10/2021 | 21860105-018BF21B - HS Gym Gil (1030 | LEAD 482 ppb 15 1 200.8 4072

Locker Room Coach Sink
21_42110 61072021 | 21860105-0195H21B - HS Gym Gill [1030 | LEAD ND ppb 15 1 200.8 4072

Locker Room Coach Showsr
21_42111 6/10/2021 | 21860105-0215H21B - HS Gym Boy |1030 | LEAD 4.02 ppb 15 1 200.8 4072

Locker Shower Head
21_42112 6/10/2021 | 21860105-026BF21B - HS Gym Boy |1030 | LEAD 1.04 prb 15 1 200.8 4072

Locker Room Coach Sink
21_42113 6/10/2021 | 21860105-027SH21B - HS Gym Boy (1030 | LEAD 1.24 ppb 15 1 200.8 4072

Locker Room Coach Shower

|
|

|
NOTES: . - R )
RL {Reporting Leval): indh the mini fting laved,

AL Federal Aclion Levels are 0.095 mgiL {15 ppb) for Lead and 1.3 mg/L (1300 ppb) for Copper under lhe Lead and Coppar Rule for public water syatems, A blank MCL value indicales a level is not currenlly established,

ND {Hot D

that the

d was nol

above tha Re

ing Level (RL}

These test results meet all the requirements of NELAP, unless otherwise stated in writing, and relate only to these samples.
If you have any questions concerning this report contact Thanh B Phan at the above phone number.
FORM- clOC_PBCU_CR.apt




